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ADDENDUM ONE 

BID# 34368  

TITLE:  DONOVAN DINING CENTER INSTALL FIRE SUPPRESSION HOOD SYSTEM, RIC 

CLOSING DATE AND TIME: MARCH 20, 2015 AT 10:00 AM 

 

Per the issuance of this Addendum#1 (2) pages 

Attached are vendor questions with Rhode Island College responses and sign in sheet. 

 

Q & A 

 

Q:  Do you have the dimensions of the area? 

A:  The size of the hoods are 38’ X 5’ (Front Hood) and 22’ x 5’ (Rear Hood)  

 

Q: Is the tie in to the existing fire suppression system zone? 

A:  No, Separate tie in to the panel with a monitor module and programming to the FCI 7100 panel. 

 

Q: Will the installation of the gas valve be installed by contractor? 

A:  No, provide the mechanical gas valve and RIC will install.  




