_ , Tel: (401) 574-8100
DIVISION OF PURCHASES Fax: (401) 574-8387

One Capitol Hill Website: www.purchasing.ri.gov
Providence, RI 02908-5855

November 17, 2014

ADDENDUM NUMBER ONE

RFQ # 7549089

- TITLE: HVAC Maintenance & Repairs, DCYF

Closing Date and Time: 11/24/14 at 11:00 AM

Per the issuance of this ADDENDUM #1 (9) pages, including this cover sheet)

X Specification Change /Addition / Clarifications

Below are the Questions we received by email along with the responses. The
last page is a copy of the Sign-In Sheet from the Mandatory Pre-Bid
Conference.

1. Is the RFQ bid document equipment list for each building comprehensive for all equipment included in
the contract?? The equipment list for the YDC Building does not include air handlers, pumps, water
heaters, etc...

Answer: There was a page missing which now has been attached to this Addendum.
2. Is all equipment covered in the contract confined to the mechanical spaces viewed during the 11/13/14

walk-thru or are there listed equipment items in other areas of the buildings i.e. exhaust fans, fan coil
units, computer room units, etc...??
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Answer: Yes, some equipment is on the roof, we have attached the equipment tag list for both
buildings. It describes where it is located and the service it provides.

3. The RFQ bid document equipment list contains equipment showing “Customer Tag #'s” that are
repeated i.e. YAC Exhaust Fans. Are these duplicates or are the shown quantities correct??

Answer: YAC has 14 exhaust fans again, see the equipment list attached.

4. Are any pieces of listed equipment or components currently covered by manufacturer’s warranty??

Answer: No

5. Are any of the existing systems, equipment, components, etc... defective or not operational or that
may have known or existing deficiencies requiring repair??

Answer: No

6. Please clarify the maintenance portion of the contract with regard to “labor and materials to repair any
equipment” as Iindicated in paragraph 4 of Section IV - SCOPE OF WORK/SPECIFICATIONS. Does
this include replacement of components such as motors, coils, fans, shafts, etc... should they fail
even if ail preventative maintenance is performed??

Answer: This is a fixed price contract covering all parts labor, etc. for the term of the contract.

7. How do contract repairs differ from non-contract repairs as identified in the houtly rate section of the
bid form??

Answer: Non contract repairs are anything that is not defined within the specifications.

8.The scope-of-work for the cooling towers specifies tasks for cleaning and start-up. However, under the
water treatment specifications it indicates that the “vendor IS NOT responsible for the mechanical
cleaning and of cooling tower or preparation of towers and systems for layover and subsequent
recommissioning.” Which is correct??

Answer: The HVAC vendor is the responsible party.

9. The existing Metasys controls system is a proprietary product. Will full access be provided to the
awarded contractor in order to operate the system?? Are software revision upgrades required and
will they be obtainable??

Answer: Full access to the work station will be provided 24/7; the revisions and upgrades currently go
through Johnson Controls. Some arrangement will have to be made with them.

10. Who is responsible for cleaning the cooling tower? Water Treatment Company or the Mechanical
contractor?
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Answer: Mechanical Contractor.

11. When will the “sign in sheet” be available on line?
Answer: 11117114,

12. When was the last chiller inspection?

Answer: 7/24/14.

Sign-In Sheet attached.

Tel: (401) 574-8100
Fax: (401) 574-8387
Website: www.purchasing.ri.gov




D2460A - Delta Mechanical - Youth Assessment Facility

LEGEND E>nzmmoczu
DWG [LEVEL AREA [EQ NAME TAG NO. |AIRFLOW |E.S.P. MOTOR |SERVICE TAG SIZE| COLOR COLOR QTY
M-102 }1ST FLR EAST_|[COMPUTER ROOM AIR CONDITIONING UNIT [AC-1 j 17 x3 | BLACK WHITE 1
IM-0Z[ISTELR EAST JCOMPUTER ROOM AIR CONDITIONING UNIT AC-2 "33 | BLACK WHITE 1
[M164_JROCF AIR COOLED CONDENSING UNIT ACCU-1 1"%x3"_| BLACK WHITE 1
M104 |ROOF IAIR COOLED CONDENSING UNIT ACCU=2 "%3° | BLACK WHITE 9
M104 |ROOF AIR COOLED CONDENSING UNIT ACCU-3 1" x3"_ | BLACK WHIE 1
M-104 |CLERESTORY EAST JWATER COOLED STEAM ABSORPTION CHILLER _[CHLR-1 " x3 | BLAGK WHITE 1
M-101 [BASEMENT CONDENSATE PUMP cP-1 1"x3" | BLACK WHITE 3
{M-104 |CLERESTORY EAST |CONDENSATE PUMP CP-2 1"x3" | BLACK WHITE 1
IM104 |ROCF INDUCED DRAFT COOLING TOWER CT-1 1"%3" | BLACK WHITE 1
M-102 |1ST FLR EAST |CABINET UNIT HEATER CUH-A x5 | BLAGK WHITE F
{M-102 [1STFLR EAST |CABINET UNIT HEATER CUH-B 1"x3° | BLACK WHITE T
{M-103 [CLERESTORY WEST [CONVECTOR CV-1 7 x3" | BLACK WHITE 1
[M-105 ]ROCF RQOOF INTAKE & EXHAUST VENT ERV-1 1"x3" | BLAGK VWHITE 1
|M-105 [RCOF ROOF INTAKE & EXHAUST VENT ERV-2 1"%3" | BLACK WHITE E
IM-104 [CLERESTORY EAST |FAN F-1 11085 CFM 2.5W.C. [HOHP |HVAC-T 4"x6" | BLACK WHITE 1
M-103 |CLERESTORY WEST [FAN F-2 10,705 CFM [2.5W.C._ HOHP |HVAC-2 4"x6" | BLACK WHITE 1
M-103 |ROOF FAN F-3 1.580 CFM |1.5W.C. |1HP _ [TOILET EXHAUST 4"x6" | BLACK WHITE 1
M104 |ROOF FAN F-4 885CFM__ [1.25 W.C. H/2HP |TOILET EXHAUST 4"x6" | BLACK WHITE 4
M104 |[ROOF FAN F-5 1400 CFM H.5W.C. [1HP  |TOILET EXBAUST 4"x6" | BLACK WHITE 1
M-301 |[EQUIP. SCHEDULE FAN F-6 150CFM  HM.OW.C. [1/8HP |GENERAL EXHAUST 4"x6" | BLACK WHITE ]
M104 |ROOF FAN F-7 150CFM__ [1.5W.C. [14HP |DRYER 4" x6' | BLACK WHITE 1
M104 {ROOF FAN ) 150 CFM__[1.5W.C. [1/4HP |DRYER 4 %6 | BLACK WHITE ]
M-105 |ROOF FAN F-9 1,790 CFM [0.5W.C. [1/3HP MECH. RM. VENTILATION | 4"x6 | BLACK WHITE 1
M-301 |[EQUIP. SCHEDULE FAN F-10 1,560 CFM _[1.0W.C. |34 HP |VECH SPORT 4"x6" | BLACK WHITE 1
M-103 [ROOF FAN F-11 750 CFM__ |1.25 W.C. |12 HP fm>mm_<_mzq EXHAUST X8 | BLACK WHITE 1
M-301 [EQUIP. SCHEDULE FAN F-12 750 CFM _ |0.75 W.C. [14 HP |BASEMENT SUPPLY 4"x6" | BLAGK WHITE 9
M-301 |EQUIP. SCHEDULE FAN £13 50 CFM 0.375 W.C. [1/8 HP_|SUPPLY 4"x6"_ | BLACK WHITE q
M-102 |1ST FLR EAST |FAN F-14 12,500 CFM |N/A BW_ [GYM 4" % 6" | BLACK WHITE 1
M-101 [BASEMENT HOT WATER HEATING COIL (IN DUCT) HC-1 1"x3 | BLACK WHITE 1
M-104 |CLERESTORY EAST |AIR HANDLING UNIT HVAC-1_[14,585CFM 4.0 W.C. [25 HP_|UNIT C HVAC 4"x6" | BLACK WHITE 1
M-103 [CLERESTORY WEST |AIR HANDLING UNIT HVAC-2 13,425 CFM [3.75 W.C _|20HP |UNITA HVAC 4"x6" | BLACK WHITE 1
M-104 [CLERESTORY EAST |AIR HANDLING UNIT HVAC-3 [3425CFM _[3.0W.C [5HP  |GYMHVAC 4"x6" | BLACK WHITE 1
M-101 |BASEMENT SHELL AND TUBE HEAT EXCHANGER HX-1 1"%x3" | BLACK WHITE 1
M-101 |BASEMENT SHELL AND TUBE HEAT EXCHANGER HX-2 x5 | BLACK WHITE 1
M-101 [BASEMENT PUMP P-1 1"x3° | BLACK WHITE 1
M-101 |BASEMENT PUMP P2 1"x3" | BLACK WHITE 1
M-104 [CLERESTORY EAST [PUMP P3 “X3" | BLACK WHITE 1
M-104 [CLERESTORY EAST |PUMP P-4 “"x3 | BLACK WHITE 1
M-104 [CLERESTORY EAST [PUMP P-5 1"x3" | BLACK WHITE 1
M-104 [CLERESTORY EAST |PUMP P-6 1T"x3" | BLAGK WHITE 1
M-103 |[CLERESTORY WEST JUNITHEATER UH-B 1" x 3 | BLAGCK WHITE 1
M-101 [BASEMENT UNIT HEATER UH-A 1"x3"_ | BLACK WHITE 1
IM-102 18T FLR EAST |VAV TERMINAL BOX W-10 "x3" | BLACK WHITE 8
M-101[1STFLR WEST |VAV TERMINAL BOX W-10 “%x3 | BLACK WHITE 7
M-102 15T FLR EAST |VAVTERMINAL BOX W-12 1"x3" | BLACK WHITE 3
M-104 | CLERESTORY EAST |VAV TERMINAL BOX W-14 %3 | BLACK WHITE 1
M-103 |[CLERESTORY WEST {VAV TERMINAL BOX W-16 "x3" | BLACK WHITE 1
M-102 |1ST FLR EAST |VAV TERMINAL BOX WS 1" x5 | BLACK | . WHIE 3
M-101 [1ST FLR WEST |VAV TERMINAL BOX W-5 "% 3" | BLAGK WHITE 1.
M-162 |1ST FLR EAST |VAVTERMINAL BOX W6 "x 3 | BLACK WHITE 2
IM10111ST ELR WEST VAV TERMINAL BOX W6 "x3 | BLACK WHITE 1
M-101 [1ST FLR WEST VAV TERMINAL BOX W-3 "x3"_| BLACK WHITE 3
- . HVAC Equipment Marking Services, Inc. Confidential Page 1 of 1
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D24608 - Delta Mechanlcal - Youth Development Faciiity

— LEGEND] BACKGROUND)
DWi AREA EQ NAME TAG NO. |AIRFLOW |ES.P MOTOR HP |SERVICE TAGSRE| COLOR| GOLOR _ |aTY
N ZONEA PART 1__|AIR CONDITIONING UNIT [AC- T %3 | BLACK WHITE 1
M-1 ZONE A PART JAIR CONDITIONING UNIT [AC-; 1" x3" | BLACK WHITE 1
M-1 ZONE A PART 1_AIR GONDITIONING UNIT AC “x3 | BLACK VWHOTE
M- ZONE A PART J__|AIR CONDITIONING UNIT AC4 "x3" | BLACK WHITE
M105-1 ZONE A PART 1__|AIR COOLED CONDENSING UNIT ACCU- ¥ x3% | BLACK WHIT!
M105- ZONE A PART1 _|AIR COOLED CONDENSING UNIT [ACCU- "x& | BLACK WHIT
M105-1_|[RQCO ZONE A PART 1_JAIR COOLED CONDENSING UNIT ACCUG “x3 | BLACK WHIT
M-103-1 |ZND MECH, ROOM __|AIR SEPARATOR AS-1 . "x3" | BLACK WHIT
M-103-1|2ND MECH. ROCM __|WATER COOLED STEAM AESORPTION CHILLER |CHLR-1 Tx 3 | BLAGK WHITI
M-100_|[BASEMENT. CONDENSATE PUMP CP-1 T %3 | BEACK AT 1
M-103-7 [2ND LEVEL MECH. ROOM___|CONDENSATE PUMP CP-2 "% 3 | BLAGK WHITE 1
M-100 |BASEMENT. ZONE A PART 1__|CONDENSATE PUMP CP-3 "3 | BLAGK I 3
M-103-1 |2ND LEVEL MECH. ROOM ___|INDUCED DRAFT COOLING TOWER CT-1 %3 | BLAGK WHITE 1
M-102  [1ST LEVEL y;m)v}ﬂ CABINET UNIT HEATER CUH-8 Wx3" | BLACK WHITE 1
M-100|BASEMENT |ZONE A PART 1| CABINET UNIT HEATER CUHA vx3 | BLACK WHITE 1
M-102 [1ST LEVEL ZONE A PART 2_|CABINET UNIT HEATER CUH-C x5 | BLACK WHIT] i
M-104_ [2ND LEVEL ZONE A PART 2 |CABINET UNIT HEATER CUH-C %3 | BLACK W 1
M-101_[1STLEVEL ZONE A PART 1__|CABINET UNIT HEATER CUH-D "x3 | BLAGK WHIE 2
M-141_[1ST LEVEL GYM CABINET UNIT HEATER CUHD "%3"_| BLACK WHITE
M-101__|1ST LEVEL ZONE A PART 1__|CONVECTOR cv-1 %3 T BLACK WHITE ;
M-102_{1ST LEVEL ZONE A PART 2 |CONVECTCR CV- W x3" | BLACK WHITE 2
M-102_[1ST LEVEL ZONE A PART 2_|CV TERMINAL BOX V=18 T3 | BLACK WHITE
M-102 [TSTLEVEL . ZONE A PART 2 {CV TERMINAL BOX CV-19 %3 | BLACK WHITE
M-100 _[BASEMENT ZONE A PART 1 |CV TERMINAL BOX CV-22 1 x3 | BLACK WHITE
M-142__|ROOF/CLERESTORY |GYM ROCF EXHAUST VENT ERV-T 153 | BLACK WHITE 1
M105-1 |ROOF, [ZONE A PART 1 _|ROOF EXHAUST VENT ERV-2 x5 | BLACK WHITE
M105-1 JROOF ZONE A PART ROOF EXHAUST VENT {ERV-3 1 %3* | BLACK WHIT]
F PART 1 _|ROOF EXHAUST VENT ERV-4 1"%x3 | BLACK WHIT]
PART 1 _|ROOF EXHAUST VENT _mm<.m %3 | BLACK WHIT
ooM ELECTRIC UNIT HEATER [EUH-1 1"x3" | BLACK WHITT
PART 2 |ELECTRIGC WALL HEATER [EWH-1 7 x3 | BLACK WHIT 1
PART 1 _|FAN F-1 2845CFM_|20W.C |2 HP HVAC-1 4 x8 | BLACK Wi 1
M-100_[BASEMENT ZONE A PART1_{FAN F2 4190 CFM_[20W.C. |3 HP HVAC2 4 x6° | BLACK WHITE
M-103-1 [2ND LEVEL [MECH.ROOM __|FAI F-3 7840 CFM |25 W.C. |7 12 HP___|HVAG3 4+ x6" | BLACK WHITE
M-103-1 [2ND LEVEL MECH.ROOM __|FAN F4 9090 CFM_[20 W.C. S HP HVAC4 4 x8° | BLACK WHITE
M-100_ [BASEMENT ZONE A PART 1__IFAN F-5 3000 CFM [126WC, [11/2HF _ |BASEMENT VENTILATION 4" x8" | BLACK WHITE
M105-2 |ROOF ZONE A PART 2_|FAN . F-5A _ |5250 CFM_|25W.C. {5 HP KITCHEN HOOD 4"x8" | BLACK WHITE 1
M105-2 [ROOF ZONEAFART 2_[FAN F-5B _ |4250 CFM |25 W.C. 5 HP CULINARY CLASSROOM HOOD X6 | BLACK WHITE q
M106-2 [ROOF ZONE APART 2 _|FAN F5C  |600CFM_[1.5W.C. |72 HP DISHWASHER 4" x& | BLACK WHITE
M105-2 |ROOF ZONE APART Z_|FAN F5D__ |840CFM_ [15W.C, |12 HF GENERAL KITCHEN 4"%&" | BLACK WHITE
M-112__|CLERESTORY HOUSING UNITT B [FAN F-8 10860 CFM 2.0 W.C. 1/2HP _ |B-UNIT PENTHOUSE 4"x6" | BLACK VWHIT
M-152 _|CLERESTORY HOUSING UNIT F [FAN E7 6975 CFM_|20W.C. [5HP HVAC-7 4"x6° | BLACK WH
M-122_|CLERESTORY HOUSING UNIT C JFAN F8 5510 CFM_[20W.C. |5 HP HVAC-8 4"x6" | BLACK WHI 1
M-132 _|CLERESTORY HCUSING UNIT D JFAN F-8 8140 CFM 20 W.C. |5HP D-UNIT PENTHOUSE 4"x6" | BLACK \WHIT
M-142 _|ROQF/CLERESTORY [GYM FAN F-11 1625 CFM [20W.C 1 1/2HP __ |TOILET EXHAUST 4"x6" | BLACK WHITE 1
[M-141 _|1ST LEVEL GYM FAN F-12 12500 CFM INIA 75W GYM 4°x8"_ | BLACK WHITE 4
M-142_JROOFICLERESTORY |GYM FAN F13__ |75CFM__ |0.75W.C. [1/8HP GENERAL EXHAUST 4"x6"_ | BLAGK WHITE 1
M-142_[ROOF/CLERESTORY |GYM FAN F-14 _ |1530 CFM [2.0 W.C. 12HP ~ [TOILET EXHAUST 4°x6"_| BLACK WHITE 1
M-142__[ROOF/CLERESTORY |GYM FA} F-15 __[160CFM__|0.75SW.C. |1/8 HP GENERAL EXHAUST 4"x6"_| BLACK WHITE 2
M-151_[1ST LEVEL HOUSING UNIT F [FAl F-18 ___|3610 CFM [2.0 W.C. [3HP [TOILET EXHAUST 4'x6"_ | BLACK WHITE 1
M-142__|ROOF/CLERESTORY |GYM FAl F-18 _ [225CFM _[1.25W.C, |1/8HP [TOILET EXHAUST 47x6"_| BLACK WHIT 1
M-142_|ROOF/CLERESTORY |GYM FAl F-19 1375 CFM_[20W.C. |1 HP TOILET EXHAUST 4 x8° | BLACK WHITH
M105-1 _woo_u ZONE AFART 1 |F F20 1760CFM [20W.C. [1122HP _ |ADMIN PART 1/ 15T FLR TOLETEXH | 4" x6" | BLACK WHIT!
M105-1 |ROOF Wolzm APART1_|FAl F2l 7A5CFM__ |20 W.C. |34 AP ADMIN PART 171ST.FLR GEN. EXH 4"x68"_| BLACK WHIT
M-102 (15T LEVEL ZONEAPART2 |FAl F-22" 1500 CFM_ 1.0 W.C. HP LOADING DOCK 4" x8" | BLACK WHITE
M-102_|1ST LEVEL ZONE A PART2_|FAI F23 075 CFM_|0.25W.C. [1/4 HP TRASHROOM 4"x6"_| BLACK. WHITE
M-102_|1ST LEVEL ZONEAPART2_|FAl [F-24___|3000 CFM_|0.375 W.C. [1 P HIGULAR SALLY PORT 4"x8"_| BLACK WH i
M105-T |ROOF ZONE A PART 1_|FAI F-26 _ |2300 CFM_[0.5 W,C. |12 5P MECH. ROOM VENTILATION 4"x6" | BLACK WHIT] 1
M1051 |[ROOF ZONE A PART 1 _|FAN F-26  |250CFM 1076 W.C. [1/8 HP . |ADMIN PART 1/2ND FLR TOILETEXH | 4°x6" | BLACK WRHITE 1
. IM-112_ [CLERESTORY HOUSING UNIT B [FAN F27 ___[150CFM__[15W.C. [/4HP [YCC-UNIT PENTHOUSE 476" | BLACK WHITE N
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D24608 - Delta Mechanical - Youth Development Facillly

_ LEGEND| BACKGRCGUND

—ms G |LEVEL AREA EQ NAME AIRFLOW |E.S.P MOTOR HP {SERVICE TAG SIZE| COLOR COLOR
M-122 |CLERESTORY HOUSING UNIT C |FAN 150 CFM__[1.5WC. [11aBP IDRYER 6" | BLACK WHITI
M-132__|CLERESTORY HOUSING UNIT D |FAl 150 CFM__|1.5W.C. (/4 HP DRYER 4°%6"_| BLACK WHITH
M-162_|CLERESTORY HOUSING UNIT F [FAl 150 CFM__{1.5W.C. /4 HP __um<mw 4°%8"_{ BLACK WHITE
M105-2 |ROOF ZONEAPART 2_|FAN 525 CFM__|1.0W.C, 4 HP ADMIN PART 2 /2ND FLR TOILET EXH | 4"x8" | BLACK WHIT]
M105-2 |ROOF. ZONE A PART 2_|FAl 125CFM__|0.5 W.C,_ [1/3HP EXAM. A231 4 x6" | BLACK WHI

M105-2 [ROOF ZONE A PART-2_|FAN 400 CFM__ [0.75W.C. [1/4 HP TOILET EXHAUST. 4"x8"_| BLACK VWHITH
M- ST LEVEL HOUSING UNIT B |FAN 460 CFM__[0.5W.C, [/AHP EXHAUST 4"x8" | BLACK WHITH
hi-12 T LEVEL HOUSING UNIT C [FAN F=35 450 GFM_[0.5W.C. [i/AHP EXHAUST. 4 x6" | BLACK WHIT!

M-18 ST LEVEL HOUSING UNIT D {EAN F-38 G00CFM__[0.5W.C. [1/2HP EXHAUST £ %6" | BLACK WHIT]
M-301_|EQUIP. SCHEDUL FAN F-37 410CFM_[0.5W.C. |1/aHP EXHAUST 4'x6"_| BLACK WHITE
M-301_|EQUIP. SCHEDUL FAN F-38 S0CFM__[0.975W.C, {178 HP SUPPLY AIR. 4" x6°_| BLACK WHITE
M-301__|EQUIP. SCHEDUL FAN F-39 150.CFM__[0.75W.C. |1/8 HP ELECTRIC ROOM EXHAUST 4" x8" | BLACK WHITE
M-103-1 |2ND LEVEL MECH.ROOM___|FAN F~40 450CFM _[D.5W.C. [1/4HP EXHAUST 4x6" | BLACK] - WH
M-104_[2ND LEVEL ZONE A PART 2 1°x3" | BLACK WH

_@. 00 |BASEMENT W,_m APART1_|HOT WATER DUCT COIL "x3* | BLACK WH 1
W-102_]1ST LEVEL ZONE APART 2_|HOT WATER DUCT COIL %3 | BLACK WH 3

IM-00 NE APART 1_|HOT WATER DUCTCOLL 1 x3" | BLACK WH 1
M-100 NE APART 1_|HOT WATER DUGT GOIL "x3" | BLACK WH 1
M-102_ |1ST LEVEL ZONE A PART 2_|HOT WATER DUCT COIL "x3 | BLACK WHITE 1
M-102_ [1ISTLEVEL [ZONE APART 2_|HOT WATER DUCT COIL T3 | BLACK] —WHITE 3
M-100__IBASEMENT ZONE APART 1_|AIR HANDLING UNIT 10HP KITCHEN HOOD M/U AR 4"x6"_ | BLACK WHITE 1
M-100__|SBASEMENT ZONE APART 1_|AIR HANDLING UNT H 5 HP BASEMENT x5 | BLACK WHITE
M-100_|BASEMENT [ZONE APART3_|AIR HANDLING UNIT H 7-1/2HP___|CAFETERIA 4"x6" | BLACK WHITE
M-100__|BASEMENT ZONE APART 1_|AIR HANDLING UNIT H 10 HP LINK 4" x8" | BLACK WHITE
M-103-1 [2ND LEVEL MECH.ROOM __AIR HANDLING UNIT H 25 HP FIRST FLOOR ADMIN. 4 x6 | BLACK WHITE 1
M-103-1 [2ND LEVEL MECH. ROOM___|AIR HANDLING UNIT. HVAC4_[11,860 CFM[3.75 W.C. |25 HP [SECOND FLOOR ADMN, 4" x6" | BLACK WHITE 1
M-100 |BASEMENT ZONEAFPART1_|AIR HANDLING UNIT HVAC-S [4080 CFM_[3.0 W.C. [10HP KITCHEN " x8" | BLACK WHITE 1
M-112_ |CLERESTORY HOUSING UNIT B [AIR HANDLING UNIT HVAC-8 [13,840 CFM[3.75W.C. |25 HP UNIT 8 HOUSING WING 4 x8" | BLACK WHITE 1
M-152__|CLERESTORY, HOUSING UNTT E |AIR FANDLING UNIT HVAC-7 {13310 CFM|3.75 W.C. |25 HP 'YCC HOUSING WING 4"x6"_| BLACK WHIT] 1
N-122 |CLERESTORY HOUSING UNIT C [AIR HANDLING UNIT 7610 CFM _m.qmé.o. 5HP UNIT C HOUSING WiING 4 x8" | BLACK WHITE 1
M-132__[CLERESTORY HOUSING UNIT D |AIR HANDLING UNIT B240 GFM_|8.75 W.C. |20 HF UNIT D HOUSING WING 4 x8" | BLACK WHIT]

N-141_ [1ST LEVEL. GYM AIR BANDLING UNIT 5375CFM _|3.0WC, [10HP GYMNASIUM 4"x6" | BLACK WHITE
IM-100_|BASEMENT_ ZONE APART 1 |HEAT EXCHANGER "x3 | BLACK WHITE
M-100__|BASEMENT ZONE A PART 1__|HEAT EXCHANGER "%3" | BLACK WHITE
M-142 _IROOFICLERESTORY [GYM ROOF INTAKE VENT %3 | BLAGK
M-100__|BASEMENT. ZONE A PART 1_[PUNP T x3 | BLACK WHITH
M-100_ |BASEMENT ‘Nozm\k PART1_|PUMP "x3" | BLACK WHIT)

M-103-1 |2ND LEVEL IMECH.ROOM___ |PUMP “x3" | BLACK WHITE
M-103-1 |2ND LEVEL MECH. ROOM PUMP x5 | BLACK Wi
M-103-1 [2ND LEVEL MECH, ROOM PUMP T3 | BLAGK WH
M-103-1 [2ND LEVEL MECH.ROOM __|PUMP 1"x2" | BLACK WH
M-102_11ST LEVEL ZONE A PART 2 |UNIT HEATER UHA 1" x3" | BLACK WH
M-151_ [1ST LEVEL HOUSING UNIT F [UNIT HEATER UH-A 123 | BLACK WH
M-100_|BASEMENT ZONE A PART 1__|UNIT HEATER UHA 1" x3" | BLACK WH
M-103-1 |2ND LEVEL MECH. ROOM___|UNIT HEATER UH-B Txa | BLACK WHITE

|M-112__|CLERESTORY HOUSING UNIT B [UNIT HEATER UHB " x3 | BLACK. WHITH

M-122 _|[CLERESTORY HOUSING UNIT C[UNIT HEATER UH-B 1 x3" | BLACK WHITH
M-132_|CLERESTORY HOUSING UNIT D [UNIT HEATER UH-B 1"x3" | BLACK WHITH
M-152__|GLERES TORY HOUSING UNIT F [UNT HEATER UHB %3 | BLAGK WHIT

_ﬂ.. 03-1.12ND LEVEL MECH. ROON GV5 e x5 [ BLACK WHIT
M-101_|1ST LEVEL ZONEA PART 1_|VAV TERMINAL BOX WS "x3 | BLACK WHITH

M-102 T LEVEL ZONEAFART 2 _|VAV TERMINAL BOX W-E x5 | BLAGK WHIE
M-111__[1STLEVEL HOUSING UNIT B |VAV TERMINAL BOX W35 T7x3 | BLACK WHITE
M-121 T LEVEL HOUSING UNIT C [VAV TERMINAL BOX W5 T x3 | BLACK WHITE
M-131 T LEVEL HOUSING UNIT D [VAV JERMINAL BOX W-5 1°x3" | BLACK WHIT!

M-15 T LEVEL HOUSING UNIT | {VAV TERMINAL BOX W-5 x3 | BLACK WHITT
M-14 STLEVEL GYM VAV TERMINAL BOX W-5 " x3" | BLACK WHITI
M-103-2 |2ND LEVEL ZONE APART 1_|VAV TERMINAL BOX WS 1"x3"_| BLACK WHITH
M-104__|2ND LEVEL ZONE A PART 2__|VAV TERMINAL BOX W5 1" x3 | BLACK WHITS

.. [M-101_HSTLEVEL ZONE A PART 1__[VAV TERMINAL BOX W8 " x3® | BLACK WHITT
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D2460B - Delta Mechanical - Youth Development Facility

LEGEND|BACKGROUND
DWG _ |LEVEL AREA EQ NAME TAG NO. |JAIRFLOW |ES.P MOTOR HP {SERVICE TAG SIZE| COLOR COLOR QTY|
M-151_ [1ST LEVEL HOUSING UNIT F [VAV TERMINAL BOX WA T x 3 | BLACK WHIE
M-104 _[2ND LEVEL ZONE A PART2 [VAVTERMINAL BOX X 1" x 3" | BLACK WHITE
M-101 [1STLEVEL ZONE A PART 1 [VAV TERMINAL BOX W-¢ T 1°x3 | BLACK WHITE
M- 15T LEVEL HOUSING UNIT B [VAV TERMINAL BOX W %3 | BLACK WHITE
M- T LEVEL HOUSING UNIT C [VAV TERMINAL BOX WS 1"x3" | BLACK WHITE .
- 1ST LEVEL HOUSING UNIT D [VAV TERMINAL BOX W- " x 3 | BLACK WHITE 2
-151_ |1ST LEVEL HOUSING UNIT F [VAV TERMINAL BOX W-¢ %3 | BLACK WHITE 2
M-141 _[1ST LEVEL GYM VAV TERMINAL BOX I x3 | BLACK WHIE 3
M-103-2 |2ND LEVEL ZONE A PART 1_ VAV TERMINAL BOX W-§ " x3" | BLACK WHIE a
M-104  |2ND LEVEL ZONE A PART2 |VAV TERMINAL BOX WE 1"x3" | BLACK WHITE K
M-10 T LEVEL ZONE A PART 1__[VAVTERMINAL BOX W-10 1" x 3" | BLACK WHITE Z
M-102 [1STLEVEL ZONE A PART 2 VAV TERMINAL BOX W-10 1"x3" | BLACK WHITT 1
M-111 TLEVEL HOUSING UNIT B [VAV TERMINAL BOX w-10 "x3" | BLACK WHIT]
M-121 3T LEVEL HOUSING UNIT C [VAV TERMINAL BOX W-10 T x3 | BLACK WHITT
M-131 ST LEVEL HOUSING UNIT D [VAV TERMINAL BOX W-10 1 x3 | BLACK WHIT] )
M-151 [1ST LEVEL HOUSING UNIT F [VAV TERMINAL BOX W-10 %3 | BLACK WHITE 7
M-141 [1STLEVEL GYM VAV TERMINAL BOX W10 %3 | BLACK WHIT] 2
M-104 |2ND LEVEL ZONE A PART2 VAV TERMINAL BOX w-10 I x5 | BLACK WHITT p
M-122 |CLERESTORY HOUSING UNIT G VAV TERMINAL BOX W-10 "%3" | BLACK WHIT]
M-101 [1ST LEVEL ZONE A PART 1 VAV TERMINAL BOX w12 1" x3 | BLACK WHIT! 4
M-141 _[1ST LEVEL GYM VAV TERMINAL BOX W-12 | . 1"x3* | BLACK WHITE 3
M-103-1 |2ND LEVEL MECH. ROOM __ [VAV TERMINAL BOX W-12 1" %3 | BLACK WHIT] P]
M-112_ |CLERESTORY HOUSING UNIT B JVAV TERMINAL BOX W-12 %3 | BLACK WHIT! 1
M-132 |CLERESTORY HOUSING UNIT D]VAV TERMINAL BOX W12 - 1*x3" | BLACK WHITE 1
M-152 _|CLERESTORY HOUSING UNIT F [VAV TERMINAL BOX W-12 T x3" | BLACK VWHITE 3
M-103-1 [2ND LEVEL IMECH. ROOM VAV TERMINAL BOX W-18 " x3" | BLACK WHITE 1
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VMA-BAS /0094 Controls - DDC - Field Controllers - JCI Ficld Controllers VMA Controller
VMA-BAS /0095 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS / 0096 Controls - DDC - Field Controllets - JCI Field Controllers VMA Controller
VMA-BAS /0097 Controls - DDC - Field Controllers - ICI Field Controllers VMA Controller
VMA-BAS /0098 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controllier
VMA-BAS /0099 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS /0100 Controls - DDC - Field Controllers - ICI Field Controllers VMA Controller
VYMA-BAS /0101 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS /0102 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
YMA-BAS /0103 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS /0104 Controls - DDC - Field Controllers - JCI Field Confrollers VYMA. Controtler
VMA-BAS /0105 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS /0106 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VYMA-BAS /0107 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS /0108 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS /0109 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS/ 0110 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS/0111] Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS /0112 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS /0113 Controls - DDC - Field Controllers - JCI Field Controllers VMA Controller
VMA-BAS/0114 Controls - DDC - Field Controllers - ICI Field Controllers VMA Controller
NAE-BAS /0001 Controls - DDC - Supervisory Controllers - JCI Superv Cont(s) Network Automation Engine
MS-ADS05U-SCS / 0001 Conirols - DDC - Software - JCI Software ADS 5 User S/W Subscription
MS-NAE558W-SCS /0001 | Controls - DDC - Software - JCI Software NAE 55 8/W Subscription

_—} PUMP-MED / 0001 Pumps - Pump - Chilled Water 10-40HP
PUMP-MED / 0002 Pumps - Pump - Chilled Water 10-40HP
PUMP-MED / 0003 Pumps - Pump - Chilled Water 10-40HP
PUMP-MED / 0004 Pumps - Pump - Chilled Water 10-40HP
PUMP-MED /0005 Pumps - Pump - Hot Water 10-40HP
PUMP-MED / 0006 Pumps - Pump - Hot Water 10-40HP

i WHTR-LG /0001 Water Heaters - Water Heater - Gas 301-450GAL
MTR-SML /0001 Motors - Motor - Electric 0-7.5HP
MTR-SML / 0002 Motors - Motor - Electric 0-7.5HP
MTR-SML /0003 Motors - Motor - Electric 0-7.54P
MTR-SML / 0004 Motors ~ Motor - Electric 0-7.5HP
MTR-SML / 0005 Motors - Motor - Electric 0-7.5HP
MTR-SML / 0006 Motors - Motor - Electric 0-7.5HP
MTR-SML / 0007 Motors - Motor - Electric 0-7.5HP
MTR-SML / 0008 Motors - Motor - Electric 0-7.5HpP
MTR-SML / 0009 Motors - Motor - Electric 0-7.5HP
MTR-SML /0010 Motors - Motor - Electric 0-7.5HP
MTR-SML /0011 Motors - Motor - Electric 0-7.5HP

——> | AHU-MED/ 0001 Alr Handling Units - Mixed Air - Variable Volume 10-40HP
AHU-MED/ 0002 Air Handling Units - Mixed Air - Variable Volume 10-40HP
AHU-MED / 0003 Air Handling Units - Mixed Air - Variable Volume 10-404P
AHU-MED/ 0004 Air Handling Units - Mixed Air - Variable Volume 10-40HP
AHU-MED/ 0005 Air Handling Units - Mixed Air - Variable Volume 10-40HP
AHU-MED / 0006 Air Handling Units - Mixed Air - Variable Volume 10-40HP
AHU-MED /0007 Ait Handling Units - Mixed Air - Variable Volume 10-40HP
AHU-MED/ 0008 Air Handling Units - Mixed Air - Variable Volume 10-40HP
AHU-MED/ 0009 Air Handling Units - Mixed Air - Varfable Volume 10-40HP
AHU-MED /0010 Air Handling Units - Mixed Air - Variable Volume 10~40HP
AHU-MED /0011 Air Handling Units - Mixed Air - Variable Volume 10-40HP
CRU-SML/ 001 Computer Room Uhits - Computer Room Unit - Through Wall 0-15T
CRU-SML /002 Computer Room Units - Computer Room Unit - Through Wall 0-15T
HEX-ALL /0001 Misc Mech Equip - Heat Exchanger - Heat Exchanger All




State of Rhede Istand
Division of Purchases

One Capltol Hit
Providence, Rl 02508

"MANDATORY" PRE-BID CONFERENCE SIGN IN SHEET

Mandatory Pre-bid C

: Any vendor who intends to submit a bid proposal in response to this solicitation must have its

representative attend this mandatory prebid conference, sign, and complete all required information on this Sign-In Sheet. Failure to comply
with this requirement will result in the rejection of any bid proposal.

7549089

HVAC Maintenance & Repairs, DCYF

Parghasing Representative:

...o_i F. O’'Hara

Mandtory Pre-bid START TIME: -

[9:00 AM

Man

ory PrEbid END TIME: -

Thursday, November 13, 2014 at 9:00 AM
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2014-20 Date 5/9/2014

* VENDOR: PLEASE SUBMIT A BUSINESS CARD IF AVAILABLE"™
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