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1. Replace paragraph 3.15 with the following: “Fire Pump – Project shall include fire pump (if determined to be required 
during the design phase) and all associated work, including but not limited to: piping, wiring, electronics required to make 
pump fully operable and integrated with fire alarm and sprinkler system.  A separate price for the design, supply, and 
installation of fire pump and associated work shall be included on the fee form (Add Alternate 1).” 

2. Replace the first sentence of paragraph 3.2 with the following: “Provide complete design, supply, and installation of 
complete addressable fire alarm system and sprinkler systems for the Adams Library.”

3. Replace paragraph 4.1 with the following: “Offerors shall have at least 10 years of experience in the design and installation 
of fire alarm systems and sprinkler systems.  It is preferable that Offerors have experience working for institutions of higher
education.  Offerors shall have conducted at least 3 designs and installations of similar size and complexity in the last 5 years.
It is preferable that at least one (1) of these shall have been completed in the State of Rhode Island.  Offerors shall have 
thorough knowledge of local and national fire safety and electrical codes.  Offerors shall have experience working with and 
obtaining design approvals the Rhode Island State Fire Marshall’s office.”

4. Replace paragraph 8.2 with the following: “Reference Projects – Provide a list of at least three similar projects completed in 
the last five years, including reference contact person and phone number, date of project installation, and cost of project.  It is 
preferable that at least one of these projects was completed in the State of Rhode Island.”

5. Replace paragraph 8.3 with the following: “Sub-contractor Listing – Use the attached Fee Form to provide a list of sub-
contractors to be used on project, their role on the project, and the percentage of the total fee their work comprises.  In 
addition, proposal should include sub-contractor address, sub-contractor qualifications (project references, resumes of key 
personnel), description of proposed work.  No more than 75% of the work shall be conducted by sub-contractors.”

6. Replace paragraph 8.5 with the following: “Costs – Use the attached Fee Form to provide Fee information.  Provide a 
separate price for the design, supply, and installation of a fire pump and all associated appurtenances in the cost 
proposal (Add Alternate 1).  Failure to provide a separate price for Add Alternate 1 shall result in disqualification.” 

7. Replace the first bullet and following paragraph in section 9.0 with the following:  

Experience in performing design and installation of addressable fire alarm systems and sprinkler systems (25 
Technical points)

The offerors will be evaluated on their demonstrated experience in designing similar systems.  Offerors shall have at 
least 10 years of experience in the design and installation of fire alarm systems and sprinkler systems.    It is preferable 
that Offerors have experience working for institutions of higher education.  Offerors shall have conducted at least 3 
designs and installations of similar size and complexity in the last 5 years, and it is preferable that at least one (1) of 
these projects was completed in the State of Rhode Island.  Offerors shall have experience working with and obtaining 
design approvals the Rhode Island State Fire Marshall’s office. 

8. Replace the last bullet and the following paragraph in Section 9.0 with the following: 

Fees   (40 Cost points)  The fee will be evaluated along with the above items as a factor in selection.  This project is 
structured as a lump sum fee.  The total of the lump sum fee and the Add Alternates will be considered in this evaluation. 

9. Fire Pump, Generator, Transfer Switch – The fire pump installation shall be in full conformance with applicable electrical 
codes.  The fire pump shall have redundant electrical supply both from the main power supply and from the emergency 
generator.  If it is determined during the design that the existing fire pump is suitable for use with the new sprinkler system
then the fire pump controller shall be replaced.  If it is determined that a new pump is to be installed then a new controller 
shall also be installed.  Offeror shall provide a separate price for design, supply, and installation of two transfer switches with
a new ground-mounted diesel generator (Kohler, Generac, or Milton CAT), integral fuel tank, and sound-attenuating 
enclosure, concrete pad, including all wiring and associated work to make generator, transfer switches and fire pump fully-
operable and tested.  The generator shall carry the load of the entire facility (except the chiller).  One transfer switch shall be 
for life safety and the other shall be for building services.  For the purposes of this bid a 300 kW generator has been assumed.
This shall be verified during the design process.  This price shall also include removal and disposal (in full compliance with 
all applicable laws and regulations) of the existing roof-mounted generator and roof repairs associated with the removal.  
(Add Alternate 2).  Failure to provide a price for Add Alternate 2 shall result in disqualification. 



RFP #7396669 
RIC Adams Library Design-Build Fire Alarm System and Sprinkler System 

Fee Form 

Lump Sum Fee (excluding fire 
pump) 

$

Add Alternate 1 - Design, Supply & 
Install Fire Pump & Associated 
Appurtenances

$

Add Alternate 2 – Design, Supply, & 
Installation of 300 kW diesel 
generator and transfer switches, and 
all associated work.  Removal & 
Disposal of existing roof-top 
mounted generator. 

$

Note:  Fees should be provided  in numbers (i.e. $100.00) and writing (i.e. one hundred dollars and zero 
cents).

Listing of Proposed Subcontractors 

Company Type of Work To Be 
Completed (i.e. role on 
project)

Approximate % of Total Fee 


