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SHEET NOTES:

IMH] PROVIDE AND INSTALL GALVANIZED STEEL PIPING IN POOL AREA AND ALL
SPACES THAT ARE OPEN TO THE POOL AREA. PROVIDE AND INSTALL
CORROSION RESISTANT SPRINKLERS IN ALL AREAS.
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GENERATOR ROOM
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HAIPROJECT NO. 1MJB00197.001
FLOW TEST RESULTS Hughes Associates Inc.
TEST DATE: MARCH 9, 2011 "TEST GAUGE” LOCATION: N.W. CORNER OF FIELD HOUSE (REAR) Fire Protection Engineers
PERFORMED BY:  HA
"FLOW” LOCATION: S.E. CORNER OF FIELD HOUSE (FRONT) Code Consultants
STATIC: 105 PSI New England Olffices
RESIDUAL: 2 P Rhode Island Massachusetts
FLOW: 1086 GPM 117 Metro Center Blvd., 2 Mount Royal Ave., Suite 420
Suite 1002 Marlborough, MA 01752
Warwick, RI 02886 Phone: (508) 624-7766
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Fax: (401) 736-8929
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X | 811 3/4” 8'—10 1/2” — — <4 — _— __  SPRINKLER DEMOLITION Hughes Associates, Inc., is prohibited.
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HAI PROJECT NO. 1MJB00197.001

Hughes Associates Inc.
Fire Protection Engineers
Code Consultants

New England Offices
Rhode Island Massachusetts
117 Metro Center Blvd., 2 Mount Royal Ave., Suite 420
Suite 1002 Marlborough, MA 01752

Warwick, RI 02886
Phone: (401) 736-8992
Fax: (401) 736-8929

Phone: (508) 624-7766
Fax: (508) 624-7718

The copying or re-use of this document, or portions
thereof, for any reason other than the original project or
the purpose originally intended, without the consent of

Hughes Associates, Inc., is prohibited.

FLOW TEST RESULTS
TEST DATE: MARCH 9, 2011 "TEST GAUGE” LOCATION: N.W. CORNER OF FIELD HOUSE (RFAR)
PERFORMED BY:  HAl

"FLOW” LOCATION: S.E. CORNER OF FIELD HOUSE (FRONT)
STATIC: 105 PS|
RESIDUAL: 55 PSI
FLOW: 1086 GPM
SYMBOLS LEGEND
ABOVE GROUND SPRINKLER PIPING M DOUBLE CHECK VALVE BACKFLOW PREVENTER
™ WITH TAMPER SWITCHES
— — —4, — — —  SPRINKLER DEMOLITION
®/%  RISER CHECK VALVE WITH DRAIN
_______ UNDERGROUND PIPING
|>E] SUPERVISED BUTTERFLY VALVE
%) PRESSURE GUAGE
™I CHECKVALVE
8 WATERFLOW SWITCH
® SPRINKLER RISER
Qo FIRE DEPARTMENT CONNECTION
@ HYDRAULIC REFERENCE
a ) CONNECT TO EXISTING
& EXISTING HOSE VALVE
% TEST AND DRAIN VALVE
& CONTROL VALVE WITH TAMPER SWITCH
FCA FLOOR CONTROL ASSEMBLY
SPRINKLER LEGEND
SYMBOL | MANUFACTURER|  MODEL TYPE RESPONSE | ORIFICE | K—FACTOR FINISH FSCUTCHEON
@ |TYco Y3131 UPRIGHT QUICK 1/2" 5.6 BRASS NONE
k® | TYCo Y4121 UPRIGHT QUICK 3/4 8.0 BRASS NONE
@ [TYCo Y3931 RECESSED PENDENT | QUICK 1/2" 5.6 CHROME | CHROME
® |TYC0 Y3231 CONCEALED PENDENT| QUICK 1/2" 5.6 BRASS NONE
@ |TYCo Y3131 UPRIGHT ON SPRIG | QUICK 1/2" 5.6 BRASS NONE
< |TYeo TY3331 HOR. SIDEWALL QuICK 1/2" 5.6 CHROME | CHROME
@D |[TYCo Y3131 UNDER DUCT — 1/2 5.6 BRASS NONE
X |0 61464 SPRINKLER GUARD | ———— | ———— | ———— CHROME o
CONTRACTOR SHALL USE THE ABOVE SPECIFIED SPRINKLERS OR EQUAL
REFER TO TECHNICAL SPECIFICATION FOR ADDITIONAL ACCEPTABLE MANUFACTURERS

SHEET NOTES:

HM[I PROVIDE AND INSTALL GALVANIZED STEEL PIPING IN POOL AREA AND ALL
SPACES THAT ARE OPEN TO THE POOL AREA. PROVIDE AND INSTALL
CORROSION RESISTANT SPRINKLERS IN ALL AREAS.

PROVIDE HIGH TEMPERATURE SPRINKLERS IN ALL SAUNAS AND IN THE
GENERATOR ROOM

REPLACE EXISTING FOR STANDPIPE HOSE CONNECTIONS

Mﬂ] PROVIDE AND INSTALL NEW CONTROL VALVE AND WATERFLOW SWITCH TO

PROVIDE 212-DEGREE SPRINKLERS AT SKYLIGHTS
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Hughes Associates Inc.
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PERFORMED BY:  HA Code Consultants
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STATIC: 105 PSI
RESIDUAL: 55 PS| Rhode ]Slal’ld Massachusetts
FLOW: 1086 GPM 117 Metro Center Blvd., 2 Mount Royal Ave., Suite 420
- Suite 1002 Marlborough, MA 01752
Warwick, RI 02886 Phone: (508) 624-7766
Phone: (401) 736-8992 Fax: (508) 624-7718
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The copying or re-use of this document, or portions
thereof, for any reason other than the original project or
ABOVE GROUND SPRINKLER PIPING W DOUBLE CHECK VALVE BACKFLOW PREVENTER the purpose originally intended, without the consent of
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Hughes Associates Inc.
Fire Protection Engineers
Code Consultants

New England Olffices
Rhode Island Massachusetts
117 Metro Center Blvd., 2 Mount Royal Ave., Suite 420

Suite 1002
Warwick, RI 02886
Phone: (401) 736-8992
Fax: (401) 736-8929

Marlborough, MA 01752
Phone: (508) 624-7766
Fax: (508) 624-7718

The copying or re-use of this document, or portions
thereof, for any reason other than the original project or
the purpose originally intended, without the consent of

Hughes Associates, Inc., is prohibited.

TEST DATE: MARCH 9, 2011 "TEST GAUGE" LOCATION: N.W. CORNER OF FIELD HOUSE (REAR)
PERFORMED BY:  HAl
"FLOW” LOCATION: S.E. CORNER OF FIELD HOUSE (FRONT)
STATIC: 105 PSI
RESIDUAL: 55 PSI
FLOW: 1086 GPM
SYMBOLS LEGEND
ABOVE GROUND SPRINKLER PIPING M DOUBLE CHECK VALVE BACKFLOW PREVENTER
— " WITH TAMPER SWITCHES
— — 44 — — —  SPRINKLER DEMOLITION
e/t RISER CHECK VALVE WITH DRAIN
_______ UNDERGROUND PIPING
|>E1 SUPERVISED BUTTERFLY VALVE
%) PRESSURE GUAGE
™I CHECKVALVE
8 WATERFLOW SWITCH
® SPRINKLER RISER
QO FIRE DEPARTMENT CONNECTION
@ HYDRAULIC REFERENCE
e CONNECT TO EXISTING
&1 EXISTING HOSE VALVE
Y TEST AND DRAIN VALVE
|§<] CONTROL VALVE WITH TAMPER SWITCH
FLOOR CONTROL ASSEMBLY
SPRINKLER LEGEND
SYMBOL | MANUFACTURER | MODEL TYPE RESPONSE | ORIFICE | K—FACTOR FINISH ESCUTCHEON
© |[TYCO Y3131 UPRIGHT QUICK 1/2" 5.6 BRASS NONE
k@ | TYeo Y4121 UPRIGHT QUICK 3/4 8.0 BRASS NONE
® [TYCO Y3231 RECESSED PENDENT | QUICK 1/2" 5.6 CHROME | CHROME
® |TYCO Y3231 CONCEALED PENDENT| QUICK 1/2" 5.6 BRASS NONE
@ |TYCO Y3131 UPRIGHT ON SPRIG | QUICK 1/2" 5.6 BRASS NONE
N TYCO Y3331 HOR. SIDEWALL QUICK 1/2" 5.6 CHROME | CHROME
©D |TYCO Y3131 UNDER DUCT _—— 1/2" 5.6 BRASS NONE
X |10 01404 SPRINKLER GUARD — SRR CHROME —

CONTRACTOR SHALL USE THE ABOVE SPECIFIED SPRINKLERS OR EQUAL

REFER TO TECHNICAL SPECIFICATION FOR ADDITIONAL ACCEPTABLE MANUFACTURERS
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SHEET NOTES:

M PROVIDE AND INSTALL GALVANIZED STEEL PIPING IN POOL AREA AND ALL

SPACES THAT ARE OPEN TO THE POOL AREA. PROVIDE AND INSTALL
CORROSION RESISTANT SPRINKLERS IN ALL AREAS.

PROVIDE HIGH TEMPERATURE SPRINKLERS IN ALL SAUNAS AND IN THE

GENERATOR ROOM

REPLACE EXISTING FOR STANDPIPE HOSE CONNECTIONS

PROVIDE 212-DEGREE SPRINKLERS AT SKYLIGHTS

M PROVIDE AND INSTALL NEW CONTROL VALVE AND WATERFLOW SWITCH TO
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